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Photo 1. Ashcroft Observatory has no positive LBP XRF readings
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1.0 BUILDING INFORMATION

Building Identification

Building Name Ashcroft Observatory
Building Address Valley Farm

Cedar City, Utah

Building Construction

Building Construction Date 1980
Building Type Observatory
Building Total Sq. Ft 705
Structural System Cement and Wood
Exterior Wall Construction Cement and Wood
Floor Deck Construction Concrete
Roof Construction Metal and Mastic
Floors Above Grade Two
Floors Below Grade None

Interior Finishes

Floors Concrete, Vinyl, Carpeting
Walls Wallboard
Attic N/A
Crawlspace N/A

Building Mechanical

Heating Plant N/A
Main Heating Distribution Wall Heater
Cooling Plant N/A
Main A/C Distribution None



_______________________________________________________________________________________________
DFCM SUU-013, Ashcroft Observatory Page 2-1

2.0 ASBESTOS SURVEY AND ASSESSMENT

2.1 Survey Procedures

2.1.1 Building Survey

All accessible areas of the facility were visually inspected to identify suspect asbestos
containing materials (ACM.)  All accessible surfaces, structures, and mechanical
systems within these areas were examined and all suspected ACM was touched to
determine friability.

Suspect ACM was identified and assessed in homogeneous areas.  A homogeneous
area is defined as a single material, uniform in texture and appearance, installed at one
time, and unlikely to consist of more than one type, or formulation, of material.  In cases
where joint compound and/or tape has been applied to wallboard (gypsum board) and
cannot be visually distinguished from the wallboard, it is considered an integral part of
the wallboard and in effect becomes one material forming a wall or ceiling “system.”

Each homogeneous area was given a unique material identification number.  Each ID
number begins with a letter:  “S” for surfacing materials, “T” for thermal system
insulation, or “M” for miscellaneous materials.  This letter is followed by a three-digit
number, assigned in consecutive order.  This number is used to identify the
homogeneous area throughout the inspection report.

2.1.2 Bulk Sample Collection

The asbestos sampling was conducted by Vicki Aullman who is a certified asbestos
inspector. Bulk samples were collected from all accessible homogeneous areas of
suspect ACM for subsequent laboratory analysis to determine actual asbestos content.
Sampling was conducted in a manner that minimized damage to the building, did not
leave any unsightly marks, and did not create a health hazard for the inspectors.

The number of samples collected from each homogeneous area generally followed the
EPA AHERA regulations (40 CFR 763.86).  Friable surfacing materials were sampled
using the random sampling scheme given in the EPA publication 560/5-85-30a, titled
“Asbestos in Buildings: Simplified Sampling Scheme for Friable Surfacing Materials.”
Between three and seven samples were collected from friable surfacing materials,
depending on the size of the homogeneous area.

2.1.3 Bulk Sample Analysis

Bulk samples were analyzed using polarized light microscopy (PLM) and visual
estimation in accordance with the EPA Interim Method for the Determination of Asbestos
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in Bulk Insulation Samples, EPA-600/M4-82-020.  Samples were analyzed by Dixon
Information Inc., 78 West 2400 South, South Salt Lake City, Utah, 84115.  The
laboratory is accredited under the National Institute of Standards and Technology-
National Voluntary Laboratory Accreditation Program (NIST-NVLAP) for bulk-asbestos
sample analysis and is also accredited by the American Industrial Hygiene Association
(AIHA).

Federal EPA’s NESHAP and AHERA regulations define ACM as material containing
greater than 1% asbestos by weight; materials containing less than 1% asbestos are not
considered regulated ACM.

Further, the NESHAP regulations state that any sample found to contain less than 10%
asbestos but greater than “none detected,” by visual estimation, must be assumed to
contain greater than 1% asbestos unless confirmed to be less than 1% asbestos by
point counting analysis.  Any samples found to contain asbestos in this concentration
range were assumed to contain greater than 1% asbestos and are listed in Section 5.8
of this report.  All samples that have been point counted are identified as such in the
sample result tables.

The laboratory reports are attached in Appendix 2D of this report.

2.2 Survey Results

2.2.1 Asbestos-Containing Materials

Homogeneous areas of suspect ACM are identified as being ACM if the laboratory
analysis shows the material to contain greater than 1% asbestos.  Table 2.1 in Appendix
2A lists the homogeneous areas that were found to be ACM.  Each material is described
by type of material, friability and visual appearance.

Friability is defined in accordance with EPA’s NESHAP regulations.

“Friable ACM” is any material containing more than 1% asbestos (as determined
by PLM) that, when dry, may be crumbled, pulverized, or reduced to powder by
hand pressure and also includes non-friable ACM that may become friable during
building demolition.

“Non-friable ACM” is any material containing more than 1% asbestos (as
determined by PLM) that, when dry, cannot be crumbled, pulverized, or reduced
to powder by hand pressure.
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“Category I non-friable ACM” are asbestos-containing resilient floor coverings
(commonly known as vinyl asbestos tile (VAT)), asphalt roofing products,
packings, and gaskets.

“Category II non-friable ACM” encompasses all other non-friable ACM.

“Non-friable RACM” is used to denote thermal system insulation that is in good
condition but would become friable during renovation or demolition and therefore
is “regulated asbestos containing material” (RACM).

2.2.2 Non Asbestos-containing Materials

Homogeneous areas of suspect ACM are identified as non-ACM if the laboratory
analysis shows the material to contain less than 1% asbestos. Homogeneous areas of
non-ACM are listed in Table 2.2.

2.2.3 Bulk Sample Analytical Results

Table 2.2 in Appendix 2A of this report lists all of the bulk samples in order by sample
number, that were collected from homogeneous areas of suspect ACM, along with the
laboratory analytical results.  Each sample was given a unique sample number.  There
may be more than one sample number for the same homogeneous area of suspect
ACM.  The homogeneous areas of suspect ACM are identified on this table by their
material identification numbers.  The sample location listed on this table provides a brief,
but specific, description of the location where the sample was collected.

2.2.4 Damage and Hazard Assessment

Each homogeneous area of ACM has been assessed for existing damage, accessibility,
and potential for future damage, and this information is presented in Table 2.3 of
Appendix 2A of this report.  This table also lists the substrate present beneath each
homogeneous area of ACM.

Each homogeneous area of friable ACM and asbestos-containing building material
(ACBM) was classified into one of the following seven categories, as specified in EPA’s
AHERA regulations (40 CFR 763.88):

(1) Damaged or significantly damaged thermal system insulation ACM.
(2) Damaged friable surfacing ACM.
(3) Significantly damaged friable surfacing ACM.
(4) Damaged or significantly damaged friable miscellaneous ACM.
(5) ACBM with potential for damage.
(6) ACBM with potential for significant damage.
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(7) Any remaining friable ACBM or friable suspected ACBM.

The damage categories are defined as follows:

“Undamaged” means the material had no visible damage, or extremely minor
damage or surface marring (i.e., a room full of floor tile with only two or three
small corners chipped off on the tile).

“Damaged” means the material had visible damage evenly distributed over less
than 10% of its surface, or localized over less than 25% of its surface.

“Significantly Damaged” means the material had visible damage that is evenly
distributed over 10% or more of its surface, or localized over 25% or more if its
surface.

Each homogeneous area of ACM was evaluated for accessibility to the building
occupants and the general public, assuming the building was fully occupied, using the
following assessment categories.

“Inaccessible” means the material was located in an area that people had no
reason to enter and could not access without special measures.  One example
would be above a solid ceiling.

“Rarely Accessed” identifies a material that was in a location that could be
accessed but wasn’t unless there was a specific need.  An example would be a
pipe tunnel.  Another example would be a high ceiling that is out of reach and not
subject to any specific disturbance.

“Periodic Access” identifies a material that was in a location that was accessible,
was not occupied full time, but was accessed on a routine basis.  An example
would be a mechanical room or boiler room.

“Continuous Access” identifies a material that was in a location that was
occupied full time and was within reach of the occupants, or was frequently
subject to direct disturbance.  Examples would be exposed floor tile or a normal
height ceiling.

2.2.5 Homogeneous Areas With Special Considerations

N/A

2.2.6 Suspect Materials Presumed Asbestos-Containing Materials Without
Laboratory Analysis
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N/A

2.2.7 Inaccessible Areas

N/A

2.2.8 Material(s) Assumed To Contain >1% Asbestos Without Subsequent TEM
or Point Count Analysis

N/A

2.3 RESPONSE ACTION COMMENTS

2.3.1 EPA Requirements

Asbestos is regulated as a hazardous air pollutant by the Environmental Protection
Agency (EPA) under the authority of the Clean Air Act.  The asbestos regulations are
included in the National Emissions Standards for Hazardous Air Pollutants (NESHAP)
and referenced as 40 CFR 61, Subpart M.  ACMs identified in this report are subject to
those regulations.  Those regulations, and state and local regulations, should be
carefully examined prior to renovation, demolition, cleanup, or any other activity which
could disturb the ACMs, to ensure that all activities are in compliance with applicable
requirements.

ACM is defined by the EPA, as any material containing greater than one precedent of
asbestos.  ACMs are categorized as being either friable or non-friable.  Friable ACMs
are those materials that can be easily crumbled, pulverized, or otherwise broken up
using hand or finger pressure when dry, and are materials considered more likely to
produce airborne asbestos fibers.  Non-friable ACMs are materials that do not meet the
above test, and are considered less likely to produce airborne asbestos fibers.  Not all
ACMs are regulated under NESHAP.  Regulated ACM (RACM) means (a) Friable
asbestos material, (b) Category I non-friable ACM that has become friable, (c) Category
I non-friable ACM that will be or has been subjected to sanding, grinding, cutting, or
abrading, or (d) Category II non-friable that has a high probability of becoming or has
become crumbled, pulverized, or reduced to powder by the forces expected to act on the
material in the course of regulated demolition or renovation operations.  Regulated
demolition and renovation operations are those where the quantity of ACM affected is
260 linear feet or more on pipes, 160 square feet or more on other components, or 35
cubic feet or more in volume.  There are certain notification requirements for demolition
projects involving less than the above quantities.
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Briefly, EPA requires that RACM be removed from facilities scheduled for demolition or
renovation before any activity begins that would break up, dislodge, or similarly disturb
the materials or preclude access to the materials for subsequent removal.  Category I
non-friable ACM that is not in poor condition and is not friable does not have to be
removed prior to demolition of a facility.  However, these materials are exempt from
mandatory removal only during demolition, not renovation.  Removal is mandated
when renovation activities are expected to disturb these ACMs and render them
friable.  Category II non-friable ACM also does not have to be removed prior to
demolition if the probability is low that the material will become crumbled, pulverized, or
reduced to powder (made friable) during demolition.  However, state regulations may
require the removal of these materials.  Additionally, Category I non-friable ACM that has
not become crumbled, pulverized, or reduced to powder during demolition activities may
be disposed of as ordinary construction waste.

In any situation where ACM remains in a building, it should be managed under a
comprehensive operations and maintenance program (O&M).  The procedures and
guidelines described in an O&M program should be followed whenever building
maintenance activities may disturb any ACMs present in the building.

2.3.2 Renovation Options

The floor tile and mastic are non-friable ACMs.  NESHAP regulations require the
removal of non-friable ACMs before they are disturbed and made friable during
renovation activities.  Therefore, we recommend that all of these materials be removed
and properly disposed of by a licensed asbestos abatement contractor before renovation
activities begin which have the potential of disturbing and making these materials
friable.  The removal project must follow the requirements of the OSHA regulation
outlined in 29 CFR 1926.1101.  While these materials remain in place, a comprehensive
asbestos O&M program should be implemented when the building is occupied to reduce
human exposure to airborne asbestos fibers.

2.4 COST ESTIMATES

A breakdown of the estimated removal costs by homogeneous area can be found in the
Table 2.4 of Appendix 2A.  These cost estimates are provided for use in long-term
budgeting and planning only, and do not have a level of accuracy sufficient to be used
as a construction design cost estimate.  The actual cost of asbestos removal is highly
dependent on a number of factors such as the size of the project, the required time
frame for removal, the time of year the job is conducted, the regulatory climate at the
time, etc., therefore, actual abatement costs could vary significantly from these
estimates.  Replacement costs have not been included in these figures.
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The cost for abatement design and management services is not included in these
figures.  These additional fees can range from 15% of the estimated abatement costs for
large projects to greater than 50% for very small projects.  The design and management
fees cover the cost of preparing plans and specifications, conducting the bidding process
as well as third-party oversight during abatement.

ACM summary information is included in Table 2.5 of Appendix 2A.
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APPENDIX 2A

DATA TABLES
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Table 2.1   Asbestos Containing Materials
Ashcroft Observatory Building SUU-013

Southern Utah University

Homogenous
Area No.

Material Description Location Friability Overall Asbestos
Content

Amount
(ft2)

Unit Cost
($/ft2)

Cost Estimate
($)

M-001 Vinyl Sheeting, yellow and gold Room 102 Category I 28% Chrysotile 48 4.00 192.00

M-004 Gray mastic coating material Exterior Roof Category I 18% Chrysotile 472 4.00 1,888.00

Footnote:

1. Homogeneous area numbers are not related to room number of the building.
2. Amounts and cost estimates are approximate.
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Table 2.2   Bulk Sample Analytical Results
Ashcroft Observatory Building SUU-013

Southern Utah University

Homogenous
Area No.

Sample No. Material
Samples

Sample
Location

Analytical Results

M-001 AO-VS-MN-01 Vinyl Sheeting,
yellow & gold

Room 102 Overall 28% Chrysotile Asbestos.
70% Chrysotile Asbestos in
brown binder

M-002 AO-W-MN-02 Wallboard Room 102 No Asbestos Detected

M-002 AO-W-MN-03 Wallboard Room 101 No Asbestos Detected

M-002 AO-W-MN-04 Wallboard Room 104 No Asbestos Detected

M-003 AO-BM-MN-05 Black mastic
coating material

Exterior Roof No Asbestos Detected

M-004 AO-GM-MN-06 Gray mastic
coating material

Exterior Roof Overall 18% Chrysotile Asbestos

Footnote:

1. Homogeneous area numbers are not related to room number of the building.
1. Amounts are approximate.
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Table 2.3   Damage and Hazard Assessment
Ashcroft Observatory Building SUU-013

Southern Utah University

Homo.
Area No.

Material Samples Substrate Assessment
Category

Damage Accessibility Disturbance
Potential

M-001 Vinyl Sheeting,
yellow & gold

Cement N/A Undamaged Continuous High

M-004 Gray mastic
coating material

Framing N/A Undamaged Inaccessible Low

Footnote:

1. Homogeneous area numbers are not related to room number of the building.

Assessment Categories:

1. Damaged or significantly damaged thermal system insulation ACM.
2. Damaged friable surfacing ACM.
3. Significantly damaged friable surfacing ACM.
4. Damaged or significantly damaged friable miscellaneous ACM.
5. ACM with potential for damage.
6. ACM with potential for significant damage.
7. Any remaining friable ACM or friable suspect ACM.

N/A – Not applicable (material non-friable).
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Table 2.4   Estimated Abatement Costs
Ashcroft Observatory Building SUU-013

Southern Utah University

Homogenous
Area No.

Material Samples Amount
(ft2)

Unit Cost
($/ft2)

Cost Estimate
($)

M-001 Vinyl Sheeting, yellow & gold 48 4.00 192.00

M-004 Gray mastic coating material 471 4.00 1,888.00

Footnote:

1. Homogeneous area numbers are not related to room number of the building.
2. Estimated abatement costs do not include replacement costs, contractor mobilization fees,

and costs associated with project management.
3. Cost amounts are approximate.
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Table 2.5   ACM Summary Information
Ashcroft Observatory Building SUU-013

Southern Utah University

Location Area
No.

Material
Description

Amount
(ft2)

Asbestos Content Cost
Estimate

($)

Condition Disturbance
Potential

Hazard
Ranking

Assessment
Category

Room 102 M-001 Vinyl Sheeting,
yellow and gold

48 70% Chrysotile in binder.
Overall 28% Chrysotile

192.00 Undamaged High 2 N/A

Exterior
Roof

M-004 Gray mastic
coating material

472 Overall 18% Chrysotile 1,888.00 Undamaged Low 2 N/A

Footnote:

1. Amounts and cost estimates are approximate.
2. N/A – Not applicable (material non-friable).
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Photo 1. Vinyl Sheeting contains asbestos (Sample AO-VS-MN-01).

Photo 2.  Wallboard contains no asbestos (Sample AO-W-MN-02).
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Photo 3. Black tar contains no asbestos (Sample AO-BM-MN-05).

Photo 4.  Gray tar contains asbestos (Sample AO-GM-MN-06).
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3.0 LEAD-BASED PAINT SURVEY

3.1 Introduction

A lead-based paint (LBP) survey was conducted at the Ashcroft Observatory Building at
Southern Utah University, Cedar City, Utah.  The purpose of the survey was to identify
lead in paint on interior and exterior surfaces of the building.  Measurements for lead in
paint were made using a SciTech Map 4 X-ray Fluorescence (XRF) Spectrum Analyzer.
Chip sampling and laboratory analysis was not performed for confirmation of XRF
measurements.

The survey was conducted by Malcolm Dillman who is certified as a Lead Inspector by
the State of Utah, Division of Environmental Quality.

The U.S. Department of Housing and Urban Development (HUD) Guidelines for the
Evaluation and Control of Lead-Based Paint Hazards in housing (HUD Guidelines),
Chapter 7: Lead-based Paint Inspection, 1997 Revision, were generally followed for this
survey, with modifications appropriate for a non-residential building.

HUD defines “lead-based paint” as any coating that has a lead concentration of 1.0
milligram of lead per square centimeter (mg/cm2) or greater, or if the lead concentration
is greater than 0.5% by weight.  The Consumer Product Safety Commission (CPSC)
currently considers paint to be lead-containing if the concentration of lead exceeds 600
ppm (0.06% by weight).  In 1978, the CPSC banned the sale of lead-based paint to
consumers, and banned its application in areas where consumers have direct access to
painted surfaces.  Both the CPSC and HUD definitions of lead-containing paint are
aimed at protecting the general population from exposure to lead in the residential
setting.  By contrast, the mission of the Occupational Safety and Health Administration
(OSHA) with respect to lead-containing paint, is to protect workers during construction
activities that may generate elevated airborne lead concentrations.  OSHA states that
construction work (including renovation, maintenance, and demolition) carried-out on
structures coated with paint have lead concentrations lower than the HUD or CPSC
standards can still result in airborne lead concentrations in excess of regulatory limits.
For this reason, OSHA has not defined lead-containing paint, but states that paint having
any measurable level of lead may pose a substantial exposure hazard during
construction work, depending upon the work performed.

3.2 Survey Procedures

3.2.1 Paint Sampling Methodologies

Direct measurements of lead in paint were made using a SciTech Map 4 X-ray
Fluorescence (XRF) Spectrum Analyzer.  The Map 4 Lead Paint Analyzer non-
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destructively measures lead concentrations of painted surfaces, regardless of the
number of layers present.  These instruments were developed specifically for addressing
lead-based paint issues in housing and their use in identifying potential exposure
hazards for renovation or construction work must be augmented by selective collection
and analysis of physical paint chip samples.

The newer XRF instruments are capable of identifying lead in paint at concentrations of
about 0.3 mg/cm2 or greater.  When lead concentrations are lower than this, the
instruments are not capable of making accurate, reliable measurements, and the
reported lead concentration may underestimate or overestimate the actual lead
concentration in the paint.  Therefore, an XRF readings of 0.4 mg/cm2 or greater may be
considered lead-containing from an OSHA perspective, and any readings of 0.3 mg/cm2

or less should be confirmed by the collection and laboratory analysis of paint chip
samples, or assumed to be positive for lead.

Where paint chip samples are necessary, samples are collected according to the
protocol specified in the HUD Guidelines.  The samples are then submitted to a
laboratory recognized under the EPA’s National Lead Laboratory Accreditation Program
(NLLAP) for analysis by flame atomic absorption spectrophotometry according to
American Society of Testing and Materials (ASTM) method ASTM E 1645.

3.2.2 XRF Calibration

Before beginning the testing and after the testing was completed, the internal calibration
of the MAP 4 was checked by taking five consecutive measurements on a National
Institute for Standards and Technology (NIST) standard with a known concentration of
lead.  These calibration checks are reported within the XRF data tables found in
Appendix 3A of this report and are maintained in a file at Stantec to detect changes in
instrument performance over time.

3.2.3 Lead Paint Inspection Data Tables

The XRF instrument generates a unique set of data tables for each inspection.  The
Sequential Report lists the measurements made throughout the property in sequential
order, from the first measurement to the last.  The Data table is located in Appendix 3A
to this report.

3.3 Survey Results

The XRF instrument indicated that there has no positive LBP readings on interior and
exterior surfaces.  These surfaces are detailed in the data table located in Appendix 3A.
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3.4 RESPONSE ACTION COMMENTS

Because lead was not detected on the building’s painted surfaces, response actions to
prevent potential disturbance of the LBP surfaces are not recommended for this facility.
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